
Test Date School Location Fixture Type mg/L

> 0.015
05/19/16 Killam Principal's Bathroom Sink 0.14070

05/19/16 Killam Room 15 Sink/Fountain Combo 0.12220

05/19/16 Killam Room 8 Sink/Fountain Combo 0.03733

05/19/16 Killam Room 5 Sink/Fountain Combo 0.03647

05/19/16 Killam Room 22 Sink/Fountain Combo 0.03200

05/19/16 Killam Student Work Area 2 Sink/Fountain Combo 0.02900

05/19/16 Killam Library Water Fountain 0.02700

05/19/16 Killam Room 11 Sink/Fountain Combo 0.01267

05/19/16 Killam Gymnasium Water Fountain 0.01181

05/19/16 Killam Room Speech Sink 0.01147

05/19/16 Killam Room 22 Sink/Fountain Combo 0.01047

05/19/16 Killam Kitchen Washing Sink 0.00740

05/19/16 Killam Hallway by Exit Door 12 Water Fountain 0.00689

(All samples were tested to a detectable accuracy of 0.001 mg/L.  If 0.000 mg/L is listed above, there was no detectable Lead in that sample.)

2016 MassDEP & EPA Action Level (AL) for Lead in Drinking Water

Killam Elementary School

Reading Schools 2016 LCCA Lead in Water Testing Results

MassDEP & EPA Action Level (AL) for Lead in water is:  > 0.015 mg/L



Test Date School Location Fixture Type mg/L

> 0.015
05/19/16 Birch Meadow Room 0018 Sink/Fountain Combo (Sink Sampled) 0.01907

05/19/16 Birch Meadow Room 21 Sink/Fountain Combo 0.01362

05/19/16 Birch Meadow Room 03 Sink/Fountain Combo 0.01071

05/19/16 Birch Meadow Room 10 Sink/Fountain Combo 0.01062

05/19/16 Birch Meadow Room 01 Sink/Fountain Combo 0.00917

05/19/16 Birch Meadow Room 22 Sink/Fountain Combo 0.00837

05/19/16 Birch Meadow Room 14 Sink/Fountain Combo 0.00631

05/19/16 Birch Meadow Room 08 Sink/Fountain Combo 0.00583

05/19/16 Birch Meadow Room 12 Sink/Fountain Combo 0.00480

05/19/16 Birch Meadow Room 15 Sink/Fountain Combo 0.00367

05/19/16 Birch Meadow Room 19 Sink/Fountain Combo 0.00361

05/19/16 Birch Meadow Room 06 Sink/Fountain Combo 0.00358

05/19/16 Birch Meadow Kitchen Food Prep & Washing Sink 0.00314

05/19/16 Birch Meadow Room 04 Sink/Fountain Combo 0.00216

05/19/16 Birch Meadow Room 07 Sink/Fountain Combo 0.00173

(All samples were tested to a detectable accuracy of 0.001 mg/L.  If 0.000 mg/L is listed above, there was no detectable Lead in that sample.)

2016 MassDEP & EPA Action Level (AL) for Lead in Drinking Water

Birch Meadow Elementary School

Reading Schools 2016 LCCA Lead in Water Testing Results

MassDEP & EPA Action Level (AL) for Lead in water is:  > 0.015 mg/L



Test Date School Location Fixture Type mg/L

> 0.015
05/19/16 Coolidge Kitchen Hand Washing Sink 0.06977

05/19/16 Coolidge Room D7 Sink 0.00450

05/19/16 Coolidge Room F7 Sink 0.00404

05/19/16 Coolidge Room A1 Sink 0.00365

05/19/16 Coolidge Outside Room B700 Water Fountain 0.000

05/19/16 Coolidge Room B200 Sink 0.000

05/19/16 Coolidge Cafeteria Water Fountain 0.000

(All samples were tested to a detectable accuracy of 0.001 mg/L.  If 0.000 mg/L is listed above, there was no detectable Lead in that sample.)

Coolidge Middle School

2016 MassDEP & EPA Action Level (AL) for Lead in Drinking Water

Reading Schools 2016 LCCA Lead in Water Testing Results

MassDEP & EPA Action Level (AL) for Lead in water is:  > 0.015 mg/L



Test Date School Location Fixture Type mg/L

> 0.015
05/19/16 Barrows Room 2104 Sink/Fountain Combo 0.01059

05/19/16 Barrows Modular Room 1 Sink 0.00913

05/19/16 Barrows Room 1110 Sink/Fountain Combo 0.00541

05/19/16 Barrows Room 2118 Sink/Fountain Combo 0.00297

05/19/16 Barrows Room 1103 Sink/Fountain Combo 0.00290

05/19/16 Barrows Room 2103 Sink/Fountain Combo 0.00275

05/19/16 Barrows Bubbler outside Art Room Water Fountain 0.000

05/19/16 Barrows Cafeteria Water Fountain 0.000

05/19/16 Barrows Room 1104 Sink/Fountain Combo 0.000

05/19/16 Barrows Room 1101 Sink/Fountain Combo 0.000

05/19/16 Barrows Room 2116 Sink/Fountain Combo 0.000

05/19/16 Barrows Room 2108 Sink 0.000

05/19/16 Barrows Room 2102 Sink/Fountain Combo 0.000

05/19/16 Barrows Room 2119 Sink/Fountain Combo 0.000

05/19/16 Barrows Room 2117 Sink/Fountain Combo 0.000

05/19/16 Barrows Outside Room 2128 Water Fountain 0.000

05/19/16 Barrows Modular Room 2 Sink 0.000

(All samples were tested to a detectable accuracy of 0.001 mg/L.  If 0.000 mg/L is listed above, there was no detectable Lead in that sample.)

2016 MassDEP & EPA Action Level (AL) for Lead in Drinking Water

Reading Schools 2016 LCCA Lead in Water Testing Results

MassDEP & EPA Action Level (AL) for Lead in water is:  > 0.015 mg/L

Barrows Elementary School



Test Date School Location Fixture Type mg/L

> 0.015
05/19/16 Joshua Eaton Room 23 Sink/Fountain Combo 0.00372

05/19/16 Joshua Eaton Room 15 Sink/Fountain Combo 0.00368

05/19/16 Joshua Eaton Room 20 Sink/Fountain Combo 0.00339

05/19/16 Joshua Eaton Room 01 Sink/Fountain Combo 0.00276

05/19/16 Joshua Eaton Kitchen Food Prep & Washing Sink 0.00273

05/19/16 Joshua Eaton Room 17 Sink/Fountain Combo 0.00240

05/19/16 Joshua Eaton Room 09 Sink/Fountain Combo 0.00237

05/19/16 Joshua Eaton Room 12 Sink/Fountain Combo 0.00236

05/19/16 Joshua Eaton Nurse's Room  Sink 0.00165

05/19/16 Joshua Eaton Room 04 Sink/Fountain Combo 0.000

05/19/16 Joshua Eaton Modular Room 1 Sink 0.000

05/19/16 Joshua Eaton Modular Room 2 Sink 0.000

(All samples were tested to a detectable accuracy of 0.001 mg/L.  If 0.000 mg/L is listed above, there was no detectable Lead in that sample.)

Reading Schools 2016 LCCA Lead in Water Testing Results

MassDEP & EPA Action Level (AL) for Lead in water is:  > 0.015 mg/L

Joshua Eaton Elementary School

2016 MassDEP & EPA Action Level (AL) for Lead in Drinking Water



Test Date School Location Fixture Type mg/L

> 0.015
05/19/16 Parker Outside Room  Water Fountain 0.000

05/19/16 Parker Outside Room  Water Fountain 0.000

05/19/16 Parker Outside Room  Water Fountain 0.000

05/19/16 Parker Main Lobby Water Fountain 0.000

05/19/16 Parker Outside Room  Water Fountain 0.000

05/19/16 Parker Gymnasium Water Fountain 0.000

(All samples were tested to a detectable accuracy of 0.001 mg/L.  If 0.000 mg/L is listed above, there was no detectable Lead in that sample.)

Reading Schools 2016 LCCA Lead in Water Testing Results

MassDEP & EPA Action Level (AL) for Lead in water is:  > 0.015 mg/L

Parker Middle Elementary School

2016 MassDEP & EPA Action Level (AL) for Lead in Drinking Water



Test Date School Location Fixture Type mg/L

> 0.015
05/19/16 Wood End Kitchen Food Prep & Washing Sink 0.01162

05/19/16 Wood End Kitchen Food Prep & Washing Sink 0.00402

05/19/16 Wood End Room 215 Sink 0.00388

05/19/16 Wood End Nurse's Room  Sink 0.000

05/19/16 Wood End Outside Room 105 Water Fountain 0.000

05/19/16 Wood End Room 109 Sink 0.000

05/19/16 Wood End Room 103 Sink 0.000

05/19/16 Wood End Room 211 Sink 0.000

05/19/16 Wood End Room 209 Sink 0.000

05/19/16 Wood End Outside Room 207 Water Fountain 0.000

05/19/16 Wood End Outside Room 207 Water Fountain 0.000

(All samples were tested to a detectable accuracy of 0.001 mg/L.  If 0.000 mg/L is listed above, there was no detectable Lead in that sample.)

MassDEP & EPA Action Level (AL) for Lead in water is:  > 0.015 mg/L

Wood End Elementary School

2016 MassDEP & EPA Action Level (AL) for Lead in Drinking Water

Reading Schools 2016 LCCA Lead in Water Testing Results



Test Date School Location Fixture Type mg/L

> 0.015
05/19/16 RMHS‐RISE Room 310 Sink 0.00876

05/19/16 RMHS‐RISE Kitchen Sink 0.00322

05/19/16 RMHS‐RISE Kitchen Sink 0.00223

05/19/16 RMHS‐RISE Kitchen Sink 0.00204

05/19/16 RMHS‐RISE Room 227 Sink 0.00120

05/19/16 RMHS‐RISE Room 320 Sink 0.00120

05/19/16 RMHS‐RISE Outside Room 503 Water Fountain 0.00102

05/19/16 RMHS‐RISE Teacher's Room Sink 0.000

05/19/16 RMHS‐RISE Room 123 Sink 0.000

05/19/16 RMHS‐RISE Room 124 Sink 0.000

05/19/16 RMHS‐RISE Room 127 Sink 0.000

05/19/16 RMHS‐RISE Room 501 Water Fountain 0.000

05/19/16 RMHS‐RISE Room 505 Sink 0.000

05/19/16 RMHS‐RISE Outside Room 507 Water Fountain 0.000

05/19/16 RMHS‐RISE Room 219 Sink 0.000

05/19/16 RMHS‐RISE Room 226 Sink 0.000

05/19/16 RMHS‐RISE Room 230 Sink 0.000

05/19/16 RMHS‐RISE Outside Room 220 Water Fountain 0.000

05/19/16 RMHS‐RISE Room 240 Sink 0.000

05/19/16 RMHS‐RISE Room 241 Sink 0.000

05/19/16 RMHS‐RISE Outside Room 329 Water Fountain 0.000

05/19/16 RMHS‐RISE Outside Room 411 Water Fountain 0.000

(All samples were tested to a detectable accuracy of 0.001 mg/L.  If 0.000 mg/L is listed above, there was no detectable Lead in that sample.)

RMHS‐RISE School

2016 MassDEP & EPA Action Level (AL) for Lead in Drinking Water

Reading Schools 2016 LCCA Lead in Water Testing Results

MassDEP & EPA Action Level (AL) for Lead in water is:  > 0.015 mg/L


